
Moore Lake Property Owners Association
 Attn : Anton Davies

 
 48 James St.
Milton, ON
L9T 2P6, Canada

Phone: 905-815-7358
Fax:

 23-June-2021
 

 Date Rec. : 16 June 2021
 LR Report: CA12530-JUN21
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Sample ID Sample Date &

Time
Temperature
Upon Receipt

°C

Turbidity
NTU

Phosphorus
(total)
mg/L

Total
Coliform

cfu/100mL

E. Coli
cfu/100mL

1: Analysis Start Date --- 16-Jun-21 21-Jun-21 16-Jun-21 16-Jun-21
2: Analysis Start Time --- 17:48 11:37 15:15 15:15
3: Analysis Completed Date --- 17-Jun-21 23-Jun-21 18-Jun-21 18-Jun-21
4: Analysis Completed Time --- 10:12 13:43 08:30 08:30
10: PWQO Limits --- --- 0.02 --- 100
5: Black Creek 15-Jun-21 11:20 14.0 0.63 0.004 40 15
6: Moore Lake Deep Spot 15-Jun-21 11:30 14.0 0.66 < 0.003 32 16
7: East Moore Lake 15-Jun-21 11:40 14.0 0.91 0.009 8 0
8: Trailer Park 15-Jun-21 11:50 14.0 0.70 0.003 30 4
9: Elliot Falls 15-Jun-21 12:10 14.0 0.67 0.008 28 13

 
  

  
 

    
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
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 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.


